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SCALE: 1/8"  =  1'-0"
ELECTRICAL FIRE ALARM NEW WORK PLAN - SERVICE LEVEL - SECTION 5 ENLARGED1

AREA OF WORK

KEYED ELECTRICAL NEW WORK SHEET NOTES #

A2. ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
WIRING AND CONDUIT AS REQUIRED CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASE ON FIELD
CONDITIONS.

A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.
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SCALE: 1/8"  =  1'-0"
ELECTRICAL FIRE ALARM NEW WORK PLAN - SERVICE LEVEL - SECTION 6 ENLARGED1

AREA OF WORK

1. FURNISH AND INSTALL NEW FIRE ALARM CONTROL PANEL. UTILIZE EXISTING FIRE ALARM TUB TO BEST EXTENT
POSSIBLE. UTILIZE EXISTING 120V POWER. RECONNECT EXISTING FIRE ALARM DEPARTMENT COMMUNICATION
WIRING. THE EXISTING ALL ATS SWITCHES, FIRE PUMP, GENERATOR, WET PIPE WATER FLOW, TAMPER SWITCHES,
DRY PIPE SYSTEM, DUCT SMOKE DETECTOR, ETC SHALL BE RECONNECTED TO NEW FIRE ALARM CONTROL PANEL.
PROVIDE FIRE ALARM RELAY, MONITOR MODULE, OR OTHER DEVICE AS REQUIRED.

2. FURNISH AND INSTALL KEYBOX FOR THE KEY THAT REQUIRED FOR THE FIRE DEPARTMENT.

3. FURNISH AND INSTALL 32" TOUCH SCREEN MONITOR FOR THE FIRE ALARM GRAPHIC ANNUNCIATION. FURNISH AND
INSTALL DUPLEX RECEPTACLE WITH 120V EMERGENCY BRANCH CIRCUIT FROM THE NEAREST EMERGENCY
PANELBOARD.

A2. ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
WIRING AND CONDUIT AS REQUIRED CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASE ON FIELD
CONDITIONS.

A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.
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A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
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A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
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A2. ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
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A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.

2

2

AutoCAD SHX Text
20

AutoCAD SHX Text
19

AutoCAD SHX Text
18

AutoCAD SHX Text
21

AutoCAD SHX Text
16

AutoCAD SHX Text
17

AutoCAD SHX Text
19"

AutoCAD SHX Text
19'

AutoCAD SHX Text
20'

AutoCAD SHX Text
18'

AutoCAD SHX Text
22

AutoCAD SHX Text
21.5

AutoCAD SHX Text
20.5

AutoCAD SHX Text
19.5

AutoCAD SHX Text
18.5

AutoCAD SHX Text
17.5

AutoCAD SHX Text
16.5

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
204

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
207

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
208

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
209

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
210

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
211

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
212

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
213

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
214

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
215

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
216

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
217

AutoCAD SHX Text
ZUCKERT

AutoCAD SHX Text
OFFICE/SUITE

AutoCAD SHX Text
206

AutoCAD SHX Text
TV/SOUND

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
3.17.03

AutoCAD SHX Text
TELEPHONE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
3.17.04

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
3.17.05

AutoCAD SHX Text
SERVICE ELECTRICAL

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
3.17.06

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
3.22.04

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
3.22.05

AutoCAD SHX Text
UP

AutoCAD SHX Text
A



E1.205

E1.206

WF

TS

SD

W
F

TS

SD

RA

S S

S

S

S
S

S

S

S

S

S

S

S

S

S S

S

S
S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S
SS

S
S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

S
S

S

S

S

S

S
S

S

S

S
SSS

S

S

S

S
S

S

S

S

S
S

S

S

S

S

S

S

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V

V
V

V

V

V

V

V

V

V

V

V

V

V

V

EX EX

EX

EX

EX
EX

EX

EX

EX

EX

EX

EX

EX

EX

EX EX

EX

EX
EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX
EXEX

EX
EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX

EX
EX

EX

EX

EX

EX

EX
EX

EX

EX

EX
EXEXEX

EX

EX

EX

EX
EX

EX

EX

EX

EX
EX

EX

EX

EX

EX

EX

EX

RE
RE

X

RE

RE

RE
RE

V

V

V

V

V

V

SD

SD

A1

A1

A1

A1

A1

A1

A1

A1

A1

A1

A1

A1

A1

E1.206

E1.207

V

V

S

WP

A2

WP

A2

S

RA
A3

A3

SD

RE

22096

DESCRIPTIONDATEREV.

ISSUE/REVISION:

PROJECT NO:

CHECKED BY:

DESIGNED BY:

SCALE:

SHEET NO.

PROJECT:

DRAWING TITLE:

333 W 35TH STREET,
CHICAGO, ILLINOIS 60616

GUARANTEED RATE FIELD -
FIRE ALARM REPLACEMENT

PRELIMINARY - NOT FOR CONSTRUCTION
10/03/2023 ISSUED FOR BID

elaraeng.com (708) 236-0300

KEY PLAN:

ISSUED FOR BID10/03/2023

ADDENDUM 110/18/20231

ADDENDUM 210/23/20232

E1.206

ELECTRICAL FIRE ALARM NEW
WORK PLAN - 200 LEVEL -
SECTION 6

1/8" = 1'-0"

MR

BT

KEYED ELECTRICAL NEW WORK SHEET NOTES #

0 4' 8' 16'
SCALE: 1/8"  =  1'-0"
ELECTRICAL FIRE ALARM NEW WORK PLAN - 200 LEVEL - SECTION 6 ENLARGED1

AREA OF WORK

A1. ALTERNATE 1: FURNISH AND INSTALL VISUAL FIRE ALARM DEVICE IN ROOM AS INDICATED. FURNISH AND INSTALL NEW
FIRE ALARM CONDUIT AND WIRING AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED
ON FIELD CONDITIONS.

A2. ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
WIRING AND CONDUIT AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED ON FIELD
CONDITIONS.
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AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.
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A2. ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
WIRING AND CONDUIT AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED ON FIELD
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A2. ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
WIRING AND CONDUIT AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED ON FIELD
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A3. ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
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AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.
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A1: ALTERNATE 1: FURNISH AND INSTALL VISUAL FIRE ALARM DEVICE IN ROOM AS INDICATED. FURNISH AND INSTALL NEW
FIRE ALARM CONDUIT AND WIRING AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED
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A1: ALTERNATE 1: FURNISH AND INSTALL VISUAL FIRE ALARM DEVICE IN ROOM AS INDICATED. FURNISH AND INSTALL NEW
FIRE ALARM CONDUIT AND WIRING AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED
ON FIELD CONDITIONS.

A2: ALTERNATE 2: FURNISH AND INSTALL WEATHER PROOF VISUAL FIRE ALARM DEVICE. FURNISH AND INSTALL NEW
WIRING AND CONDUIT AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED ON FIELD
CONDITIONS.

A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.
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ELECTRICAL FIRE ALARM NEW WORK PLAN - 400 LEVEL - SECTION 9 ENLARGED1
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A1: ALTERNATE 1: FURNISH AND INSTALL VISUAL FIRE ALARM DEVICE IN ROOM AS INDICATED. FURNISH AND INSTALL NEW
FIRE ALARM CONDUIT AND WIRING AS REQUIRED. CONTRACTOR TO DETERMINE BEST MOUNTING LOCATION BASED
ON FIELD CONDITIONS.

A3.  ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.

2

2

AutoCAD SHX Text
45.2

AutoCAD SHX Text
42

AutoCAD SHX Text
41

AutoCAD SHX Text
40

AutoCAD SHX Text
43

AutoCAD SHX Text
44

AutoCAD SHX Text
45

AutoCAD SHX Text
44.5

AutoCAD SHX Text
43.5

AutoCAD SHX Text
42.5

AutoCAD SHX Text
41.5

AutoCAD SHX Text
40.5

AutoCAD SHX Text
39.5

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
460

AutoCAD SHX Text
CONCOURSE

AutoCAD SHX Text
5.40.04

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
5.40.03

AutoCAD SHX Text
MEN'S TOILET

AutoCAD SHX Text
5.41.03

AutoCAD SHX Text
JANITOR

AutoCAD SHX Text
5.41.04

AutoCAD SHX Text
WOMEN'S TOILET

AutoCAD SHX Text
5.42.04

AutoCAD SHX Text
WOMEN'S LOUNGE

AutoCAD SHX Text
5.42.05

AutoCAD SHX Text
BOARD ROOM

AutoCAD SHX Text
5.43.03

AutoCAD SHX Text
TV/SOUND

AutoCAD SHX Text
5.43.05

AutoCAD SHX Text
TELEPHONE

AutoCAD SHX Text
5.43.04

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
5.43.06

AutoCAD SHX Text
SERVICE ELECTRICAL

AutoCAD SHX Text
5.43.07

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
450

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
451

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
452

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
453

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
454

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
455

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
456

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
457

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
459

AutoCAD SHX Text
PRESS BOX

AutoCAD SHX Text
462L

AutoCAD SHX Text
PRESS BOX

AutoCAD SHX Text
462R

AutoCAD SHX Text
SUITE

AutoCAD SHX Text
458

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
LOBBY

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
PARTY ROOM

AutoCAD SHX Text
STAIR 5

AutoCAD SHX Text
ELECTRICAL

AutoCAD SHX Text
UP

AutoCAD SHX Text
A



IN STANDS

IN STANDS

IN STANDS

IN STANDS

IN STANDS

DD

SD

T

WF

TS

DD

SD

SD

S

S
S

S

S

S

S

S

S

S

S

S

S

S

S

S

S

EX

EX

EX

EX

EX

EX

EX

EX

EX

EXEX

EX

EX

EX

EX

EX

EX

V

V

V

V

V

V

V

V

V

V

FAR

FAR

FAR

FAR

FAR

FAR

V
V

V

V

V

V
V

V

RE

RE

RE

RE

RE

RE
RE

RE

RE

RE

RE

RE

RE

RE

SD

ANSULEX

ANSULEX

ANSULEX

ANSULEX

ANSULEX

ANSULEX

S

V

WP
A2

SHEET E1.504

SHEET 1.505

SHEET E1.503

SHEET 1.504

V

V

V

V

RA
A3

22096

DESCRIPTIONDATEREV.

ISSUE/REVISION:

PROJECT NO:

CHECKED BY:

DESIGNED BY:

SCALE:

SHEET NO.

PROJECT:

DRAWING TITLE:

333 W 35TH STREET,
CHICAGO, ILLINOIS 60616

GUARANTEED RATE FIELD -
FIRE ALARM REPLACEMENT

PRELIMINARY - NOT FOR CONSTRUCTION
10/03/2023 ISSUED FOR BID

elaraeng.com (708) 236-0300

KEY PLAN:

ISSUED FOR BID10/03/2023

ADDENDUM 110/18/20231

ADDENDUM 210/23/20232

E1.504

ELECTRICAL FIRE ALARM NEW
WORK PLAN - 500 LEVEL -
SECTION 4

1/8" = 1'-0"

MR

BT

0 4' 8' 16'
SCALE: 1/8"  =  1'-0"
ELECTRICAL FIRE ALARM NEW WORK PLAN - 500 LEVEL - SECTION 4 ENLARGED1

AREA
OF

WORK

2

KEYED ELECTRICAL NEW WORK SHEET NOTES #

A3. ALTERNATE 3: FURNISH AND INSTALL NEW REMOTE ANNUNCIATION INDICATOR DEVICE FOR THE ELECTRICAL ROOM
SMOKE DETECTOR. THE INDICATOR SHALL TURN-ON UPON ACTIVATION OF THE ROOM SMOKE DETECTOR. FURNISH
AND INSTALL NEW WIRING AND CONDUIT AS REQUIRED.
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